One key component of the energy demand in the built environment is the thermal energy required for domestic hot water preparation. Currently, fossil fuels are mostly used to meet the thermal energy demand in the built environment, lately, solar thermal systems have been increasingly implemented, mainly for domestic hot water preparation, enhancing the building's sustainability. A case study is presented in the paper for a solar thermal system with six flat plate -and three evacuated tube solar thermal collectors installed on the rooftop of the Renewable Energy Systems and Recycling Research Centre, in the Colina Campus of the Transilvania University of Brasov, Romania. In 2017, this system provided 17,412 kWh of thermal energy to prepare domestic hot water for a Solar House and for the Sports Hall locker rooms. Evacuated tube solar thermal collectors showed better specific thermal output than flat plate ones.
INTRODUCTION
One key component of the energy demand in the built environment is the thermal energy required for Domestic Hot Water (DHW) preparation [1] . This energy amount depends on the number of users, the temperature of the cold water and the specific DHW consumption that is related to the building/activity type [2] . Thus, this energy demand is rather constant over the year, in contrast to the thermal energy demand for space heating/cooling which is seasonally dependent [3] . Currently, mostly fossil fuels are used to meet the thermal energy demand in the built environment [4] , lately, solar thermal systems were increasingly implemented in buildings mainly for DHW [5] along with other renewable energy systems [6] but also for space heating [7] , enhancing the building's sustainability and supporting the target of nearly Zero Energy Building status [8] . This concept is further extended to regional level using process network synthesis approach to implement the optimal renewable energy systems [9] .
Due to the site dependent variability of the weather conditions, the efficiency of the solar thermal collector varies too and therefore their thermal energy production. Thus, the evacuated tube solar thermal collectors are recommended, as their thermal losses are lower than in the case of flat plate solar thermal collectors.
Several studies comparatively assess the dynamic behaviour, the efficiency and the economic feasibility of flat plate versus evacuated tube solar thermal collectors through numerical simulations and experimental validation. Sokhansefat et al. [10] performed a thermoeconomic analysis of a flat plate and an evacuated tube solar thermal collectors in cold climatic conditions of Iran obtaining 30% more useful energy gain in the case of last ones. A similar result (33%) was experimentally obtained by Maraj et al. [11] for warm Mediterranean climatic conditions. Further improvement (up to 106%) of the thermophysical properties of working fluids were obtained by using nanofluids instead of water both in the case of flat plate and evacuated tube solar thermal collectors as reviewed by Muhammad et al. [12] . Zambolin and Del Col [13] obtained 15% more thermal energy output in the case of evacuated tube versus flat plate solar thermal collectors in Padova over a period of 19 days. Bouzenada et al. [14] , based on TRNSYS simulations, showed that evacuated tube solar thermal collectors perform better than flat plate solar thermal collectors with 15% in Kingston, Canada and 31.6% in Calcutta, India.
The better performance reported for evacuated tube solar thermal collector is reflected in their higher price, the economic feasibility of flat plate vs. evacuated tube solar thermal collectors evaluated in Najera-Trejo et al. [15] indicating a return on investment of 11 years for evacuated tube and 9 years for flat plate solar thermal collector. One way to compensate the lower performance of the flat plate solar thermal collectors was proposed by Moss et al. [16] through a prototype of an evacuated flat plate solar collector for which an efficiency higher than an evacuated tube by a factor of 1.32 was reported. Soriga and Badescu [17] developed a mathematical model to describe the dynamic behaviour of a flat plate solar collector based on which numerical simulations were performed to assess their thermal capacitance, the results showing a steady-state value of 5.37 kJ K −1 m −2
. Even in the case of evacuated tube solar thermal collectors improvements can be obtained as in the case of a novel evacuated tube solar collector having a parallel flow manifold header with a metal foam heat exchanger [18] presenting a performance enhancement factor ranging from 1.14 to 3.20.
Another drawback of the evacuated tube solar thermal collector is the higher occupied surface because of their gross area, significantly larger than absorber area [19] . Thus, an increased available surface is needed as in the case of solar energy systems for space heating for which novel solar-thermal collectors/array with increased architectural acceptance for building integration are proposed in Visa et al. [20] . Thus, an increased coverage factor of the available surfaces can be obtained with facade integrated trapezoidal flat plate solar thermal collector as proposed in Trianti-Stourna et al. [21] where their experimentally evaluated efficiencies presented similar evolution with usual, rectangular solar thermal collectors.
Little evidence is given in the field of solar thermal systems providing DHW for sports hall in education facilities. Energy efficiency improvement is reported through solar collector implemented on Sports Centers in Athens for sports halls [22] and swimming pools [23] , and a new design is proposed to retrofit an existing solar system in a sport center in Mallorca by replacing 25% of the solar thermal collectors with new and more efficient ones expecting 14% energy savings and 30% cost savings [24] . A particular aspect of these buildings consists of the specific schedule of DHW consumption: during a twenty-minute time interval every two hours, only on weekdays between 8:00 and 20:00. This aspect requires an increased storage capacity for the DHW in order to take advantage of the eventually available solar energy during the weekend.
A case study is presented in this paper, for a solar thermal system with six Flat Plate (FP) -and three Evacuated Tube (ET) solar thermal collectors installed on the rooftop of the Renewable Energy Systems and Recycling Research Centre (RESREC), in the Colina Campus of the Transilvania University of Brasov, Romania. The data monitored during the entire year of 2017 are analysed and the results are comparatively discussed in the paper for the FP vs. ET solar thermal collectors.
METHODS
The FP and ET solar thermal collectors are compared in terms of specific thermal energy output and efficiency experimentally obtained during 2017. Thermal energy output is evaluated based on measured parameters (volumetric flow rate in each circuit, temperature at each solar thermal collector inlet and outlet). Further, the received global solar energy is evaluated based on the on-site measured horizontal global and diffuse solar irradiance. All the measured parameters are stored in a data logger with a frequency of one per minute. The efficiency is further evaluated as the ratio between the thermal energy output and the received global solar energy.
The specific thermal energy for each solar thermal collector (Et) is calculated using:
where Pt is the thermal power of solar thermal collector calculated with: 
where Es is the solar energy received by the solar thermal collector, calculated with:
where Gn is the global solar irradiance received by the solar thermal collector, calculated with:
where Bn is the direct solar irradiance received by the solar thermal collector, calculated with:
The available direct solar irradiance (B) is calculated based on infield measured global (Gh) and diffuse (Dh) horizontal solar irradiance and calculated solar altitude angle (α):
The solar altitude angle (α) varies with the earth declination (δ), site latitude (ϕ) and hour angle (ω), all of them being calculated with well-known equations as in [24, 25] .
The incidence angle (ν) is calculated based on the pairs of altitude and azimuth angles defining the solar ray direction (α and ψ) and the normal of the solar thermal collector (αn and ψn) using:
= arc cos cos cos cos sin sin !
Dn is the received diffuse solar irradiance, calculated using:
where Dh is the measured horizontal diffuse solar irradiance and αn is the altitude angle of the solar thermal collector.
CASE STUDY
A complex research infrastructure was developed in the Colina Campus of the Transilvania University of Brasov, Romania, in the RESREC. As presented in Figure 1 , this infrastructure consists of a Solar House designed to be a Nearly Zero Energy Building [8] having implemented passive solar design principles and an renewable based energy mix consisting of a ground coupled heat pump system for heating and cooling, one fixed and one tracked photovoltaic platform, both grid connected, to yearly balance the electrical energy demand of the heat pump system along with the lighting and appliances of the Solar House, and a solar thermal system providing DHW for the Solar House and (mainly) for the locker rooms of a nearby Sports Hall. Based on these facilities, the energy demand (thermal and electrical) of the Solar House is covered up to 84% using renewable energy sources and 52% in the case of the energy demand for DHW preparation for the Sports Hall is also prepared using renewable energy sources. Figure 2a) . The thermal energy is stored in a 300 L tank (3) where DHW is heated up to 60 °C and, after this temperature is reached, the exceeding thermal energy is transferred through a Heat Exchanger (HX) in two tanks of 1,000 L each (4) where the storage temperature is increased up to 100 °C. A gas condensing boiler is used as a backup source when the solar energy is scarce. The storage tanks, gas boiler, controllers and monitoring systems are installed in a ground floor laboratory (Figure 2b ). The solar thermal collectors are serially/parallely connected ( Figure 3 ) in order to evaluate the influence of thermal fluid flow rate on the solar thermal conversion efficiency for each solar thermal collector type, to this end, the volumetric flow rate is measured in each circuit and each solar thermal collector is equipped with temperature sensors at the inlet and outlet connections, allowing thus to evaluate the thermal energy output. The main characteristics of the six FP (FP-STC) and of the three ET (ET-STC) solar thermal collectors are presented in Table 1 . A DeltaT weather station is installed on a nearby rooftop to measure the horizontal global (Gh) and horizontal diffuse (Dh) solar irradiance through a SPN1 pyranometer matching "World Meteorological Organization Good quality pyranometer" classification (±5% overall accuracy), along with the outdoor air temperature and relative humidity with a RHT2 sensor having a high temperature precision of ±0.1 °C and a 2% RH accuracy, wind speed with an AN4 anemometer (±0.5 m/s accuracy) and wind direction with a WD4 wind vane (±2% accuracy), and precipitation with RG2 rain gauge having a ±2% accuracy. Data are monitored continuously and stored in a DL2e data logger (at a sample rate of 1 per minute for solar irradiance and 10 minutes for the other parameters), data stored in the data logger are downloaded monthly to a database developed on a computer.
RESULTS AND DISCUSSIONS
The data monitored during the entire 2017 year were processed based on the proposed methodology, the solar thermal system produced 17,412 kWh of thermal energy to prepare DHW covering thus 52% of the DHW thermal energy demand of the Solar House and locker rooms of a Sports Hall. Among the ET solar thermal collectors, the specific thermal energy output of the serially connected ones (ET2-3) is slightly lower than of the single connected one (ET1) due to the increased inlet temperature in the solar thermal collector ET2 (Figure 4) . Comparing the specific thermal output of the FP solar thermal collectors, the upper row (FP 4-6) performs better than the lower row (FP 1-3) during winter months, probably due to their higher position avoiding shadowing from the ET solar thermal collectors installed in front of them ( Figure 5) .
The monthly specific thermal energy values produced by each solar thermal collector are comparatively presented in Figure 6 . The results shows that, during the entire year the ET performs better than FP solar thermal collectors, higher differences being registered during the cold months (January and February). The monthly specific thermal energy produced by the Evacuated Tube (ET) and Flat Plate (FP) solar thermal collectors (Figure 6 ) follows the monthly variation of the received solar energy (Figure 7) . For a qualitative assessment the monthly efficiency of each solar thermal collector was evaluated as the ratio of the monthly specific thermal energy output (Et) and received solar energy ( & ' ). The results are comparatively presented in Table 2 . Lower efficiencies were obtained in the case of FP solar thermal collectors during winter months when the outdoor air temperature was also lower (onsite measured monthly mean outdoor air temperature varies between −7.78 °C in January and 20.56 °C in August). 
CONCLUSIONS
A solar thermal system of 6 FP and 3 ET solar thermal collectors is presented in the paper along with its specific thermal energy output and efficiency obtained based on experimental values. This solar thermal system is a part of a complex infrastructure developed in the RESREC in the Transilvania University of Brasov, Romania. During 2017, the solar thermal system produced 17,412 kWh of thermal energy to prepare DHW for the locker rooms of the Sports Hall, covering thus 52% of its DHW thermal energy demand.
During the entire year, ET performs better than FP solar thermal collectors, higher differences being registered during the cold months. For January, the monthly efficiency of the ET solar thermal collector was 0.389 while FP solar thermal collectors' monthly efficiency dropped to 0.099. Thus, for sites with similar climate (continental temperate), ET solar thermal collectors could be a better option when implementing solar thermal systems.
When the ET solar thermal collectors are serially connected (ET2-3), their specific thermal output is slightly lower than of the single connected one (ET1) the efficiency decreasing by 0.019 on average. Thus, if there is no need of higher outlet temperatures, it is recommended to install the ET solar thermal collectors in parallel.
Comparing the specific thermal output of the FP solar thermal collectors, the upper row (FP 4-6) performs better than the lower row (FP 1-3) during winter months, probably due to their higher position avoiding shadowing from the ET solar thermal collectors installed in front of them. 
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